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NOTA 3
Robinetii existenti 20 si 26 sunt robineti de legatura cu claviatura de incarcare P_GU 1, P' DUQ
existenta; b ]
Robinetii existenti 17 si 18 sunt robineti de legatura cu claviatura de aspiratie existenta, POMPE TITEI 3 N .3
Conductele rerutate de Conpet nu fac obiectul prezentului proiect, respectiv pana la 02 = e . AV I’
robinetul 20 catre R43 si robinetul 26 catre R39. TIP (U CAVITATI PROGRESIVE 11 | k2019 | Emie pentru construire TURCARU MISCURA M[PanTiica ol K
Conductele se vor reruta si se vor conecta cu proiectul in derulare in TIE-IN 001, 002, TIEZIN i 022018 | Primarevizie TURCANU MISCURTUY MIPANTILICA G
003, 004, 007A, GO7B, conform comanda externa-Rerutare{Reconfigurare) traseu - REV. DATA DESCRIEREA HODIFICARE IR _ DESTHAT VERFICAT |  APRUBAT
b L LS SR i et e = GCONPET [ piaale ol
rolect exisien contarm nr, aocumen - . . 10005, PLOIESTY, STR.1. L. ; \ .
Proiect in derulare (ELLIS'92) conform Ansamblu Rezerver nr. document PRESIUNE REFULARE NORMAL/MAXIMA 30/35 barg A ﬁgﬁfﬁ'ﬁ’m | g o B.O88.41T PS-PID-003 o1
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g?%u':qgizﬂ;iapﬁ si fitei) se vor colecta in vasul de scurgeri cu pereti dubli ingropat PRESIUNEA DE PROIECTARE PE ASPIRATIE PN16 DENUMIRE PROIECT e E FAZA | F.
V101, PROCES
s G i INSTALATIA STATIE DE POMPARE MORENI PT4DE 1
Garé de Godevil existenta. PRESIUNEA DE PRD'ECTARE PE REFULA RE PNIFU PLD'E STI SCARA: _DEI_'I_I_.'Imii‘E -:II:ESI.!I'} NUMAR PAGINA | L
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1 | 2 | 3 | L I 5 8
SIMBOLUR! GENERALE CODIFICARE LINII (LINE CODING) DETALIUL 1 A
ROBINET CU ACTIONARE ELECTRICA
CNM—-150-CRU—-101—400C3—ET
Pompa cavitati progresive
~ :}4 . ! ] TP I7OLARE — ISOLATION TYPE INCHIS/ LOCAL/
(Progressive cavit )
: ! = DESCHIS INCHIS ~ STOP ~ FAULT ~ DESCHIS  REMOTE LOCAL
K] Robinet cu sertar NUMAR LINIE - PIPE_NUMBER HS N HS N W HS N I HS N m m - ZA N i
fate vl FLUID VEHICULAT = FLUID THROUGH PIPE Ao A R A Roooc ] foox ] S/ N/ N
Robinet de retinere cu clapeta DIAMETRUL NOMINAL = NOMINAL DIAMETER
PN {check valve CLIENT (CONPET MORFNI) — CIIFNT (CONPET MORENI)
Robinet fluture PANOU LOCAL
L1 Butterfly valve B
Robinet cu ventil
= INCHIS  DESCHIS
‘ _ CODIFICARE CONDUCTE (PIPE CODING) XA XA
O] Robinet cu bila Qxx F
AAA - BB - CCC - DDD - EEE - FFF
D Rezervar AAA = CLIENT (CLIENT) I W B
CNM - CONPET MORENI (CONPET MORENI)
———— |Conducta insotita electric si izolata
?:é Electrical tracing and heat insulation BB = DIAMETRU NOMINAL (NOMINAL DIAMETER) 25, 50,100 etc mm @p
T CCC = FLUID VEHICULAT (FLUID THROUGH PIPE) — @ &
D Concentric reducer CRU - Titei (Crude oil) & C
DR - Apa + titei
& Robinet actionat electric
| | |Motor aperated valve (MOV) DDD = NUMAR LINIE (PIPE NUMBER) p IS 2
Incepand de la 101 (Starting from 101) pentru PROCES -
" AG - suprateran EEE = CLASA DE CONDUCTE (PIPE CLASS) RB
il UG - subteran 400C3 - PN40; O-otel; C - carbon; Adaos de coroziune - 3 mm
250C3 - PN25; O-otel; C - carbon; Adaos de coroziune - 3 mm e
FFF =TIP IZOLATIE (ISOLATION TYPE)
VP - Vopsita pentru protectie anticoroziva (Line with external
painting only)
) ET - Insotita electric si izolata (Electrical tracing and heat
insulation)
NOU CONSTRUIT NI - Neizolata si nevopsita (Not insulated and not painted)
—— EXISTENT EXEMPLU (EXAMPLE): D
CODIFICARE CONDUCTA (PIPE CODING) : CNM-150-CRU-101-250C3-ET
CODIFICARE ROBINET (VALVE CODING) B
AAA - BB - CCC
04
AAA = CLIENT 03 /I &
CNM - CONPET MORENI 02 "‘fi-—_ [ @‘%é\
TEGOR 01 062019 | Emis pentru construire T URCANU M. scun‘\)yﬁ MIPANTILICA 6] E
BB = CATEGORIE 00 | 022019 | Prima revizie TURCANU M|SCURTU M/PANTILICA G
RS - Robinet cu Sertar
RF - Robinet Fluture REV. DATA DESCRIEREA MODIFICARILOR DESENAT VERIFICAT APROBAT
RC - Robinet de retinere cu Clapets RIA ENGINEERING & CONSULTING < 1 l 2 l 3 [ L|5]6 | 1 ] 819 I10| il |12 13|1h 15|16
RV - Robinet cu ventil == f— NR. PROIECT DESEN NUMAR REV.
RB - Robinet cu bila o JANY Caraglale, nr.s9 —
3 W TEL.: .068.017 PS-PID-003 01
XV - Robinet actionat electri - ow b Ol neegupyieme T
i | peeTATe [m8[R[ae
= oderni
CCC = NR. PROGRESIV DENUMRRE PROIECT a titeiului Moreni, jud. Dmbovita FAZA i
Incepand de la 101 pentru PROCES PROCES
INSTALATIA STATIE DE POMPARE MORENI PT+DE 3
EXEMPLU: CNM-RS-101 SCARA: Denumire desen NUMAR PAGINA F
Legenda Schema de conducte si automatizari 3/3
- Simboluri si nomenclatura
1 2 3 L : 5 6 7 8
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